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CERTIFICATE OF TEST

£ Cislo
; numper  O~39-00890-15
f Viyrobce - Manufacturer Jaroslav Cankar a syn ATMOS
; Velenského 487, 294 21 B&la pod Bezdézem
£ Ceska republika - Czech Republic

Vyrobek - Product Kotel teplovodni - Hof-water boiler
Typové oznadeni -Type designation DC xx RS, GS, GSE
2 Pozadavky na ekcdesign - Ecodesign Nafizenl Komnise (EU) &. 2015/1189, piiloha II, &l. 1
: requirements Commission Regulafion (EU) No. 2015/1189, Annex Il, Art. 1
Metoda zkousek - Test mothod CSN EN 303-5:2013

Zplisob topeni - Heafing method ruéni - manually

§: Preferované palivo - Preferred fuel dfevo A - wood A
£ Vysledky - Resulis
: Typ - Type DC30RS  DC20GS  DC32GS  DC 50 GSX
= Jmenovity vykon - Nominal oufput

CO (10% Oy) mg/my’ 689 333 246 170

OGC (10% Oz) mg/m;’ 15 10 10 28

Prach - Dust(10% O2)  mg/m,® 5 19 19 13
: NOx (10% 02) mg/my’ 175 195 186 172
: Uzite€na G&innost -
= Ussful efficiency % 83,3 79.4 80,0 82,6
s Sezonni emise - Seasonal emissions
£ CO (10% O2) mg/m’ 689 333 245 170
i
i OGC (10% 03) mg/m,® 15 10 10 28
Prach - Dust(10% Oz)  mg/m,® 5 19 19 13
NOx (10% 02) mg/m,’ 175 195 186 172
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Typ - Type DG 30 RS DC 20 GS DC 32 GS DC 60 GSX
nson % 83,3 79,3 80,0 826

F1 % 3 3 3 3

F2 % 0.4 06 0.4 0.2

Sezonnl energetickd Gginnost - Seasonal space heating energy efficiency

ns % 80 76 77 79

Protokoly ¢. - Reports No.
30-12459/T, 30-7517/T, 39-8939 a protokoly navazujici - and follow-

. up reports,
f’ggl;ﬁdfg-r%;!t?f%rgt:?:fg:em vydané Zkusebni laboratofi &. 1045.1, akreditovanou CiA ops,
¢islo osvédceni o akreditaci 447/2015

issued by Testing Laboratory No. 1045.1, accredited by CAl,
Accreditation Certificate No. 447/2015

Strojirensky zkuebni ustav, s.p. timto certifikdtem potvrzuje, Ze u pfedmétného vyrobku proved|
hodnoceni a vyposty s vy3e uvedenymi vysledky.

The Engineering Test Institute certifies by this Certificate to have conducted for the given product the
evaluation and calculation with above stated results.
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Brno, 2015-09-08

Milan Holomek
vedoucl zkusebny tepelnych a ekologickych zafizeni
Head of Heat and Ecological Equipment Test Station
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