Strojirensky zkusebni Gstav, s.p., Bmo, Ceska republika
Engineering Test Institute, Pubilic Enterprise, Czech Republic

g OSVEDCENI O ZKOUSCE
CERTIFICATE OF TEST

Celo . 0-30-00900-16

i Vyrobce - Manufacturer Jaroslav Cankaf a syn ATMOS
? Velenského 487, 294 21 Balg pod Bezdézem
I Ceska republika - Czech Republic

Vyrobek - Product Kotel teplovodni - Hot-water boiler

Typové oznateni -Type designation DC328
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Metoda zkousek - Test method CSN EN 303-5:2013
Zplsob topeni - Heating method ruéni - manuaily
Palivo - Fuel dievo A - wood A
Tfida - Class 5 3
Vysledky - Results
Jmenovity vykon - Nominal output kW 35
i Spotfeba pafiva - Fuel mass added kg/h 9,84
Uginnost - pfima metoda
- Efficiency - direct method % 88.9
CO (10% 03) mg/my® 546
: CO (13% 0y) mg/m;® 397
: CO (13% Oy) % 0,0318
CO (0% 02) mg/MJ 267
NOx (10% 02) mg/my? 163
NOx (13% 02) mg/m,’ 119
NOx (0% 02) mg/MJ 80
OGC (10% 02) mg/m,’ 16
r OGC (13% Oy) mg/m,® 12
& OGC (0% Oy) mg/MJ 8
¢ Prach - Dust(10% O2) mg/m.® 13
£ Prach - Dust {13% Oy) mg/m,>
Prach - Dust (0% O,) mg/MJ 6
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: Kyslik Oz - Oxygen Oz % 5,32
E CO: % 14,62
f Teplota spalin - Flue gas temperature °C 184,5
& Hmotnostni tok spalin - flue gas mass flow als 221

Protokoly €. - Reports No.

39-10911 a protokoly navazujicl - and follow-tip reports,
Podkiad pro vydani osvédéeni vydané Zku$ebni laboratofi & 1045.1, akreditovanou ClAop.s.,
- Basis for Certificate issue tislo osvéd&eni o akreditaci 292/2018
E issued by Testing Laboratory No. 1045.1, accredited by CAl,
= Accreditation Cerlificate No. 292/2016

Strojirensky zkusebni Gstav, s.p. timto osvédtenim potvrzuje, Ze u pfedmétného vyrobku provedl
zkoudky a vypoltly s vyie uvedenymi vysledky.
i The Engineering Test Institute certifies by this Certificate of Test to have conducted for the given
= product the test and calculation with above stated results.

Bmo, 2016-09-01
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Milan Holomek
;.'_ vedoucl zkugebny tepainych a ekelogickych zafizeni
Head of Heat and Ecological Equipment Test Statior:
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