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Strojirensky zkuebni Gstay, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENi O ZKOUSCE
CERTIFICATE OF TEST

Cb  0.39-00602-15

Vyrobce - Manufacturer Jarostav Cankar a syn ATMOS
Velenského 487, 294 21 Béld pod Bezdézem
Ceska republika - Czech Republic

Vyrobek - Product Kotel teplovodnl - Hot-water boiter

Typove oznafeni -Type gesignation D xx P (Pxx)

PoZadavky ekodesignu, CSN EN 303-52013
- Requirements of ecodesign, EN 303-5.2013

Metoda zkousek - Test method
Zpusob topeni - Heating method automaticke - autornatic
Preferované palivo - Preferred fuel dfevni pelety - C1 — wood pellets - C1

Yysiedky - Results
D14P D21 P D25P 3P

Typ - Type (P14)  (P21)  (P25)  (P31)
Jmenovity wyken - Nominal oufput

70 (10% Og) mg/me’ 233 181 171 116

OGC (10% O2) mg/my> 1 3 5 3

Prach - Dust {10% O-) mg/me> 13 13 15 28

NOx (10% 02) mg/my’ 193 196 192 184

ggé?:::yﬂémnost - Useful % 82,6 82,6 81,9 82,4

Snizeny vykon - Mimmal output

£0 (10% Og) mg/ma® 237 237 311 336
OGC (10% O2) maime’ 1 1 8 8
Prach - Dust {10% O) mg/m,> 14 15 16 16
NCx (10% 02) mg/m 179 179 194 177
Uzistna udinnost - Useful

sHiolency % 82,5 82,5 81,9 82,5

Sezonni emise - Seasonal emissions

CO {10% O3) mg/m,’ 236 229 290 303
OGC {10% O3) mg/m,’ 1 1 8 7

Prach - Dust (10% 0,) mg/m,® 14 15 16 18
NOx (10% 02) mg/m,® 181 182 194 178
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D14 P D21P D25P D31P

Typ - Type (P14) (P21) (P25) (P31)
nson % 825 82,5 81,9 82,5
F1 % 3 3 3 3
F2 % 14 12 08 1,0

Sezonni energeticka uéinnost - Seasonal space heating energy efficiency

ns % 78 78 78 78

Protokoly &. - Reports No.
30-10582/T, 30-10888/T, 30-11524/T, 39/9750/T a protokoly
. Enk navazujici - and follow-up reports,
_ngléligc:,oar%;ﬁﬁig[tg?:seggen' vydané Zkusebni laboratofi €. 1045.1, akreditovanou ClA o.ps.,
¢islo osvéddeni o akreditaci 447/2015
issued by Testing Laboratory No. 1045.1, accredited by CAl,
Accreditation Cerificate No. 447/2015

Strojirensky zkusebni Gstav, s.p. timto certifikdtem potvrzuje, Ze u predmétneho vyrobku proved!
hodnoceni a vypodty s vy$e uvedenymi vysledky.

The Engineering Test Institute certifies by this Certificate to have conducted for the given product the
evaluation and calcuiation with above stated results.

Brno, 2015-07-02 ”
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Milan Holome
vedouci zkuebny tepeinych a ekologickych zafizent
Head of Heat and Ecological Equipment Test Station
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