Strojirensky zkusebni Gstav, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENi O ZKOUSCE
CERTIFICATE OF TEST

o 0-39-00320-18

Vyrobce - Manufacturer Jaroslav Cankaf a syn ATMOS
Velenského 487, 294 21 Béla pod Bezdézem
Ceska republika - Czech Republic

Vyrobek - Product Kotel teplovodni - Hot-water boiler
AC25S

Typové oznaceni -Type designation (KC 25 S Kombiterm, AC 25 SP, AC 25 SPL
KC 25 SP, KC 25 SPL)

Metoda zkou§ek - Test method CSN EN 303-5:2013

ZpUsob topeni - Heating method ruéni — manually

Palivo - Fuel ¢erné uhli - a — black coal - a

Trida - Class 5

Vysledky - Results
Jmenovity vykon — Nominal output

CO (10% O2) mg/mo> 219
OGC (10% O2) mg/mp® 26
Prach - Dust (10% O2) mg/m,> 11
Uéinnost - Efficiency % 90,5

Protokol &. - Report No.

39-11270/T a protokoly navazujici — and follow-up reports,
Podklad pro vydani osvédcéeni vydané Zkusebni laboratofi €. 1045.1, akreditovanou CIA o.p.s.,
- Basis for Cetrtificate issue Cislo osvéd&eni o akreditaci 260/2017

issued by Testing Laboratory No. 1045.1, accredited by CAl,

Accreditation Cerlificate No. 260/2017

Strojirensky zkuSebni ustav, s.p. timto osvédéeni o zkouSce potvrzuje, Zze u pfedmétného vyrobku
proved| zkousky a vypoéty s vySe uvedenymi vysledky.

The Engineering Test Institute certifies by this Certificate of Test to have conducted for the given
product the test and calculation with above stated results.

Brno, 2018-04-05

>,

ilan Holomek
vedouci zkusebny tepelnych a ekologickych zafizeni
Head of Heat and Ecological Equipment Test Station
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