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Strojirensky zkuSebni Gstav, 3.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENI O ZKOUSCE
CERTIFICATE OF TEST

Cislo

Number

Vyrobee - Manufacturer

Vyrobek - Product

Typove oznaten! -Type designation

Metoda zkouiek - Test method

Zplsob topeni - Heating method
Palive - Fusel
Trida - Class

Vysledky - Results
Jmenovity vykon — Nominal output

CO (10% O2) mg/ma’
OGC (10% Qo) mg/my
Prach - Dust (10% O3) mg/my>
U&innost - Efficiency %

Snizeny vykon — Minimal oulput

CO (10% O3) mg/ma®
0GC (10% Oy) mg/m.®
Prach - Dust (10% Oz} mg/mg>
Udinnost - Effficrency %
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Jaroslav Cankaf a syn ATMOS
Velenského 487, 294 21 Béla pod Bezdézem
Ceska republika - Czech Republic

Kotel teplovodni - Hot-water boiler

DC 32 5P

CSN EN 303-5:2013

automaticke - aufornatic
dievni pelety — C1 - wood pellets — C1
5
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Zpusob topeni - Healing method manualni - manual
Palivo - Fuel dievo A - wood A
Tfida - Class 5

Vysledky - Results
Jmenovity vykon — Nominal ouiput

CO (10% O2) ma/mn’ 546
OGC (10% O2) mg/ma’ 16
Prach - Dust (10% Oz) mg/mn 13
Uginnost - Efficiency % 88,9

Protckol £. - Report No.

30-13188/1 a protokoly navazujici — and follow-up reports,
Podklad pro vydani osvédéeni vydané Zkugebni laboratofi & 1045.1, akreditovanou ClAops,
- Basis for Certifizate issue dislo osvédenl o akreditaci 292/2018

issued by Testing Laboratory No. 1045.1, accredited by CAl,

Accreditation Certificate No. 292/2016

Strojirensky zkugebnl Gstav, s.p. timto osvédéen! o zkousce potvrzuje, 2e u pfedmétneho vyrobku
proved| zkousky a vypodty s vySe uvedenymi vysledky.

The Engineering Test Institute certifies by this Certificate of Test to have conducted for the given
product the test and calculation with above stated resulls.

Brno, 2016-068-27

Milan Holomek
vedouc! zkusebny tepelnych a ekologickych zaflzeni
Head of Heat and Ecological Equipment Test Station

0-30-00678-18, strana ~ page 2(2)
Strojirensky zkuSebni Gstav. s.p., Hudcova 424/56b, 621 00 Brno, Ceska republika
Enginsering Test Institute, pubiic enteiprise. Hudcova 424/56b, 621 00 Brno, Czech Republic

EEYSVSIVETRESLITISVEETISIUSTITLACITTYEN S FAVEFUSAEVEIFEFINIFRLIUISRLINET ORI EELFTIURENRTSTOS RISV SIAVIIISIIONIEONINININIDEILVSLCOIREIIFATVEVISOHLIISYOER LILOICNLEISIOILINLIILLIEI SISO LIFLNIIOITLRIELITEELOTITESSELOIELNLESSENILES

i

A AR AR W A A a8 oK A AL AL A S0 IAAAX AR KA KA AN K A0 AT K A R



